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STREET LIGHT DETAIL

SITE LAYOUT
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Total Number of Street Lights - 360
Height of Street Light - 11mip)

Street Light foundation 0.8m x 0.6m x0.6m
360   Foundation to be Class 25 (1:2:4) Reinforced Concrete

Generator Pad  4m x  2.5m x 0.2 m Class 25 (1:2:4) Reinforced Concrete

For  every 44 poles installed 4 must be lattice poles

Street Light location (pole & light)

50M X 30M BLOCK

250 KVA PERKINS GENERATOR & PAD

Twisted Cable 3*120+50mm
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Rubhall for Reception (IOM)

Rubhall for Tent/ESK (IOMx2)

Site Border
(Chain link galvanized steel fence)

Protection/Health Protection/Health
CM Office CM Office
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Rubhall for Storage (WFP x 6)

Expansion for additional 5,000 plotsArea for de-mining
(site border + min.50m)

Air Strip (W=30m)
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250KVA Generator & Pad

Protection/Health
CM Office

6m x 3m x 0.2m
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